Gold Bar Wastewater Treatment Plant
Plant Performance Report

EPCOR September 2016
| Digested shudge: Total Montnly Volume (ML) | 65.44]
Volume of Flow (ML) Liquid Stream Quality
: =
|Non UV Disinfected UV Disinfected pHape'ce TSS (mgh) BOD,/cBOD, (mgiL) TP (mgit) NH3-N (mg/L) TKN fmgfi) NO; Chioride (mg) E. coll (Counts/100 mL)
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Thu ot 368.70 274.82 0.00 908 | 000 0.00 265.74 265.74 76 75 251 36 36 322 3 9 674 0.21 0.21 288 0.20 0.20 494 164 101 784 8.0 35
Frio2 594.93 31522 | 3324 | 1038 | 000 | o000 271.60 271.60 76 75 75 357 7.0 37 37 281 130 3 3 590 356 021 0.21 287 256 0.14 014 456 322 1.52 0.05 103 709 65.4 803 29 15
Sat 03 401.34 273.40 0.00 1117 | 0.00 0.00 262.23 262.23 7.6 7.6 264 3.0 3.0 240 3 2 5.13 0.17 0.17 29.6 0.13 0.13 4.9 1.42 7.1 83.7 674 18
Sun 04 348.87 25461 000 | 1116 | 000 | o0.00 243.45 243.45 T 74 242 34 3.4 261 3 3 494 0.15 0.15 315 0.13 0.13 4.9 1.46 82 66.9 €84 "
Mon 06 395.57 25066 | 000 | 11.05 | 000 | o000 24861 248,61 77 75 254 41 41 262 3 3 574 0.15 0.15 155 021 021 498 1.62 93 736 6.9 15
Tue 06 58005 | 30385 | 1201 | 11.11 | 000 | o000 280.73 280.73 76 76 75 330 63.0 42 42 2719 172 3 3 593 3.80 0.16 0.16 219 265 015 0.15 474 358 150 0.14 82 727 60.4 704 23 28
Wed 07 35585 | 26643 | 000 | 1180 | 000 | o000 | 25433 | 25433 7.7 75 310 28 28 208 3 3 833 016 016 4098 033 033 578 174 | < oot 101 799 e 13
Thu o8 51256 | 26318 | 468 | 1145 | 000 | o000 247.05 247,05 77 75 400 33 33 247 4 4 804 0.19 0.19 39.1 031 031 553 197 137 784 &5 19
Frio9 51219 | 27583 | 11.24 | 1028 | ooo | o000 25431 25431 77 76 7.4 348 840 37 a7 284 146 2 2 681 6.08 0.18 0.18 330 345 027 0.27 470 462 1.96 0.96 136 69.4 805 83 ar 13
Sat10 36922 | 25637 | 0.00 9.42 | 000 | o000 247.25 247.25 7.8 75 344 37 a7 286 4 4 8.24 0.18 0.18 340 0.50 050 57.5 217 146 75.7 85 18
Sun 11 37212 25915 0.00 896 | 000 0.00 250.19 250.19 76 75 243 39 39 261 4 - 893 0.2 022 429 1.01 1.01 605 264 142 72 793 9
Mon 12 36308 | 27138 | 000 | 1067 | 000 | o000 260.71 260.71 77 75 324 43 43 3 5 5 868 023 023 408 075 075 552 241 132 7 782 35
Tue 13 36810 | 26374 | 000 | 1073 | 000 | o000 | 25301 | 25301 76 75 352 49 49 203 5 5 6.92 021 021 420 009 0.09 407 152 142 8.6 8.1 27
Wed 14 38415 | 26610 | 000 | 1085 | 000 | o000 | 25524 | 25524 76 79 280 39 39 302 6 6 577 0.22 022 334 0.07 007 a29 138 001 125 9 840 50
Thu 15 38009 | 26082 | 000 | 1145 | 000 | o000 24937 249.37 78 75 242 35 35 250 6 6 558 0.20 020 331 0.06 0.08 439 1.40 10.1 784 71 12
Fri16 36144 | 26024 | 000 | 1114 | 000 | o000 240,10 249.10 76 76 269 36 36 254 6 6 557 020 0.20 323 0.08 0.08 492 172 93 729 844 7
Sat 17 86870 | 286.17 | 2205 | 11.03 | 000 | o0.00 253.09 253.00 7.8 7.6 286 45 45 333 7 7 8.40 0.23 023 431 0.27 0.27 59.1 1.98 1.3 785 768 1
Sun 18 88827 | 36418 | 61.38 | 11.14 | 000 | o000 291.66 291.66 76 82 74 21 266 53 53|+ 208 123 6 6 6.62 388 029 0.29 327 148 0.74 074 86 229 222 285 95 514 298 833 18 15
Mon 19 48548 | 27203 | o000 | 962 | 000 | o000 262.41 262.41 76 75 332 45 45 301 6 6 747 0.28 0.26 9 055 055 522 1.98 16 727 66.2 %
Tue 20 35147 | 26031 0.00 018 | 000 | o000 25113 251.13 77 75 268 41 41 302 5 5 7.81 024 024 411 0.15 015 605 193 127 746 783 10
Wed 21 361.33 258.70 0.00 1045 | 0.00 0.00 24825 24825 77 76 268 39 39 287 ] 7 899 023 023 429 0.66 0.66 8.1 261 | < 001 "7 785 848 15
Thu22 35921 25752 | 000 | 1048 | 000 | o0.00 247.04 247.04 77 76 364 37 37 366 6 6 852 024 024 397 072 072 653 284 1.1 746 785 6
Frizs 35673 | 25793 | 000 | 1058 | 000 | 0.00 24735 | 247.35 77 75 328 39 39 386 6 6 743 0.20 0.20 450 0.60 0.60 69.0 237 103 83.0 768 7
Sat24 37430 27052 | 000 | 1065 | 000 | 0.00 259.87 259.87 76 76 282 35 35 294 6 6 6.06 0.19 0.19 369 0.67 0.42 57.0 2.48 9.2 68.8 81.0 10
Sun25 37979 | 25146 | 000 | 1076 | 000 | o.00 240.70 240.70 78 7.6 250 31 31 256 6 6 631 0.19 0.19 Ma1.2 116 116 80.5 299 97 69.8 724 10
Mon 26 364.79 263.22 0.00 1062 | 0.00 0.00 252.60 252.60 7.7 76 276 44 44 260 6 [ 7.07 0.21 021 913 072 0.72 668 255 106 842 724 51 2
Tue 27 351.72 25206 | 000 | 1048 | 000 | 0.00 24278 24278 78 75 298 27 27 344 6 6 6.97 021 021 05 0.29 029 624 1.96 18 741 8.7 12
Wed 28 35034 | 25212 | 000 | 1040 | 000 | o000 24202 24202 76 75 325 37 37 314 8 6 713 0.2 022 7 0.27 0.27 848 200 [ < o001 129 727 826 1"
Thu 29 347.21 25285 | 0.00 944 | 000 | 0.00 243.41 243.41 7.8 75 314 36 36 320 6 6 6.80 022 0.2 a5 038 0.38 632 208 128 737 794 35 1
Fri30 347.99 257.09 | 0.00 955 | 000 | o000 24754 24754 78 76 304 33 33 327 [} 6 7.09 021 021 390 017 047 626 167 ns 723 81.0 16
Average [ 42851 26938 482 1047 000 000 25408  254.09 77 77 75 299 21 — 38 38 293 143 = 5 5 7.00 433 = = 021 021 3.7 254 = .39 038 55.0 343 199 0.01 1.00 12 742 59.0 779 — - —
Minimum || 34721 25148 000 896 000 000 240.70 240.70 78 7.5 7.4 242 63.0 - 27 27 240 123 - 2 2 494 3.56 - — 0.15 0.15 155 148 - 0.08 0.06 419 29 138 < 001 0.05 7.1 51.4 29.8 63.3 35 18 (]
Maximum || 88827 36418 6138 11.80 000 000 29166 29166 7.8 8.2 7.9 400 266 — 53 53 386 172 - 7 7 8.99 6.08 - = 0.29 0.29 45.0 34.5 — 1.16 1.16 69.0 46.2 2.99 0.01 2.85 148 86.6 80.5 86.0 5.1 37 50
" GeoMean | = = - = = = = = = = = = = = = = = = = = = = = = = = = = = = — = — — — — — 4.2 26 15
TOTAL —  som 145 314 0.00 0 7.623 7623 = = = = = = =i = = = = = = = = = = = = = = = = = = = = = = = = =]
* contact Laboratory for information about the quality assurance associated with the result RAW  Untreated Influent into the plant FE Final Efffuent from secondary treatment process (with biological nutrient removal). Pre-Ultraviolet disinfection.
INF Untreated Wastewater from collection system FEC Combined pre-UV disinfection (FE+EPEPS)
INFs  Influent, screened at the Headworks Diversion Structure OUTFALL10  UV-disinfected, discharged via OUTFALL 10
Enhanced Primary Treatment (EPT) Usa PE Primary Effiuent from conventional primaries OUTFALL20  Combined Bypass (RAW + PE + EPE)
Total B rS] EPT Usage (hrs) m?n?ﬁ% ) PT Usage | % Usage YTD PE30  Primary Efffuent from conventional primaries discharged via Outfall 30 OUTFALL30  Combined Bypass (INF + INFS + PE30 + EPE)
18 18 [_100% | _lsLath_L_FE%—"_mo,gor EPT  Enhanced Primary Treatment MPW Membrane Product Water (Effluent re-use water)
EPE Enhanced Primary Effluent ML Megaltre (1,000,000 Litre)
EPEPS  Enhanced Primary Effluent and Pump Station MPN Most Probable Number
Report Comments NR No Result
NS No Sample
September 21 Outfall 10 sample: E. coli s ample outside p limits due to power shutdown during off-hours. INS Insufficent sample to run test
.

Analysis repeated 19.25 hours after recommended sample holding time had expired.
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